1" — 217 D&L 2244 CAST IRON METER BOX RING

3/4” — 18" D&L 2240 CAST IRON METER BOX RING
ALL WITH CAST IRON LID D&L 2240—UNIV (W/ 2" HOLE

EXTEND 12" BEYOND SIDEWALK

LID SHALL BE AT STANDARD
- ) ¢ FINISH GRADE. SIDEWALK
W/ "WATER METER” IMPRINTED ON LID OR OR APPROVED EQUAL NO GRADE RINGS.
ASPHALT ROAD
SURFACE STANDARD CURB & . (TYP)
GUTTER
——t -
/ ]| / T\ |. NERE
4 - o STD. 21” DIA. X 30" FOR 1" METER
BASE COURSE 2k STD. 18” DIA. X 30" FOR 3/4” METER
B |2 HIGH WHITE ADS N—12 METER BOX.
L
O |z
=~ M g [0 METER TO BE SET BY THE CITY
DIRECT TAP REQUIRED i z =3 R
3/4” OR 17 Z : — - 4
(T N : E et — e s o
CC THREAD ONLY (MIN.) ' 3/4” x 7 1/2" (MTH TIE BAR)
BALL VALVE XCOMPRESSION \ " ;%EELE/E ZA??SWEL;”_I%GOR
Y 1" FORD VB 74—18WT—11—44, OR
POLYETHYLENE WRAP MUELLER B2434—01018
(8 MIL) (PVC TAPE ONLY) 45° MAX. (NO UPPER TIE BAR)
H \H
/ /‘ 3/4” OR 1” TYPE K SOFT COPPER. \BLUE C.T.S. POLY FROM SETTER
(200 PSI) (NO JOINTS)

MUELLER B-—25028

CORP REQUIRED

BRASS CORPORATION STOP
BALL VALVE STYLE

X COMPRESSION

DIP WATER MAIN

45° MAX.

SERVICE DOUBLE
PVC C900 WATER MAIN BRASS STRAP SADDLE
AS APPROVED BY PUBLIC UTILITIES CLAMP (PVC)

3
3/4” OR 1” TYPE K SOFT COPPER.
(200 PSI) (NO JOINTS)

COMPRESSION FITTING
MUELLER H—15428
OR APPROVED EQUAL

NOTES:

1. 10'-=0" EDGE TO EDGE HORIZONTAL CLEARANCE IS REQUIRED BETWEEN
WATER AND SEWER LATERAL SERVICE.

2. WHERE WATER AND SEWER LATERALS MUST CROSS, WATER LATERAL

SHALL BE 18" ABOVE THE SEWER LATERAL AS MEASURED FROM THE

BOTTOM OF THE WATER LATERAL TO THE TOP OF THE SEWER LATERAL.

THIS SEPARATION SHALL BE MAINTAINED FOR AT LEAST 10’-0" EITHER

SIDE OF CROSS POINT.

ALL COMPRESSION FITTINGS MUST BE A MUELLER H-15428 OR

APPROVED EQUIVALENT.

TAPS IN DIP MUST BE 24" FROM ANY TAPS, BELL, OR MJ.

TAPS IN PVC MUST BE 36" FROM ANY TAPS, BELL, OR MJ.

PIPE BEDDING SHALL COMPLY WITH SANDY CITY STANDARDS SPECIFICATIONS

WHEN EXISTING CONNECTION IS ABANDONED AT MAIN, INSTALL BRASS CAP

MUELLER H-15540

o
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Sandy 3/4” AND 1" WATER SERVICE
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